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Kopplingsschema, batterier till UPS CPG 10k PF1 BX 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

-                   + 

 
BATTERIBANK 1. 

120 VDC (12 VDC x 10) 

-                   + 

 
BATTERIBANK 2. 

120 VDC (12 VDC x 10) 

UPS 

AVSÄKRING BATTERI 
3 x 50A 

BAT+ BAT- 
BAT-N 
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Kopplingsschema, 2 batteribank till UPS CPG 10k PF1 BX 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

UPS 

AVSÄKRING BATTERI 
3 x 50A 

-              + 

 
BATTERIBANK 1. 

120 VDC (12 VDC x 10) 

BAT+ BAT- 
BAT-N 

JUNKTIONBOX  
BATTERI 

 

-              + 

 
BATTERIBANK 1. 

120 VDC (12 VDC x 10) 

AVSÄKRING BATTERI 
3 x 50A 

-              + 

 
BATTERIBANK 1. 

120 VDC (12 VDC x 10) 

-              + 

 
BATTERIBANK 1. 

120 VDC (12 VDC x 10) 


